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INSPECTION NOTIFICATION 
 
 
 
1st Inspection from WWTA – Call 423-209-7842 
 
Tank has been set and discharge line has been installed and connected.  Tank has not 
been covered.  Plumber must be present for inspection. 
 
 
2nd Inspection from WWTA – Call 423-209-7842 
 
Control panel and pump are completely wired.  Disconnect and control panel are set and 
supplied with power (permanent or temporary).  Plumber and Electrician must be present 
for inspection.  Grinder Pump System and discharge lines will be tested according to  
SD-31A. 
 
 
3rd Inspection from Hamilton County Building Inspection – Call 423-209-7860 
 
After disconnect has been set and power has been supplied to control panel. 
 
 
 
Final Inspection and Approval is from WWTA 











DIRECTIONS TO EAST RIDGE WWTA OFFICE 
 

From I-75 South – From the East Ridge exit turn right onto Ringgold Rd. and go approx. 0.6 mile to the 
2nd red light.  Turn right onto Spring Creek Rd.  Go approx. 0.3 mile to Graston Ave. and turn left.  Go 
approx. 0.2 mile and turn right on Yale St.  Go through the gate and follow the signs. 
 
Moore Rd. Exit – From the Moore Rd. exit go to the 3rd red light (approx. 1 mile).  Turn right onto 
Spring Creek Rd.  Go approx. 0.5 mile to Graston Ave. and turn right.  Go approx. 2 miles and turn on 
Yale St.  Go through the gate and follow the signs. 
 
PLEASE CALL 315-3843 OR 315-3835 TO MAKE SURE SOMEONE WILL BE THERE TO 
GIVE OUT THE GRINDER PUMP. 
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